@ EXISTING HOSPITAL PAGING SPEAKER TO BE RELOCATED AND RECONNECTED.
SEE SHEET E2.1 FOR NEW LOCATION.
@ REMOTE DUCT DETECTOR ALARM TO BE RELOCATED AND RECONNECTED. SEE
SHEET E2.1 FOR NEW LOCATION.
@ REMOVE COMMUNICATION EQUIPMENT AND ALL ABANDONED CABLES AS COMPLETE
AS POSSIBLE BACK TO THE NEAREST ACCESSIBLE LOCATION WITHIN THE PROJECT
BOUNDARIES. FIELD VERIFY AND COORDINATE EXACT SCOPE OF WORK WITH
e COTR.
O 2
o © @ EXISTING PANELS TO BE REPLACED. SEE SHEET E2.1.
5
Il
a
()]
<
O
£
©
g
s
9]
L
5
Il
o ‘ ‘ \ il
(] \\\\ \\\
-(C) ‘ \\\\\\ \\\\\\\
£° /@/ 3% ? h 2%
= ‘ L A T~
Q.
5% 22 T
5o
c
° ] x
2 | m T 1
° g ~POWER POLE
- - e T —— g / — — — — —
« - il /qﬁ / ﬂifﬂ%tﬂ:q @ i [ ] L H |
o —_ - ) D )
I ‘Hr % /@/ ’ ) @ ——
. +8 /i'% +80" - O<INI®
227 » L
| 4 AR ~J e
1 B
i Z e %
JACKS— q
e N
Q E [ ///’/)\\ <2 _ a /4 //’/)\w
8 n ] O I 1] | = , T ’ S [ | g P A | P T S T
o AL M e
g (@] — . /g Vi 3 § | 1 1 !
) MOTORIZED SCREEN—FH——mo2y 77722 3 1
e i vy YD ! gﬁ
5
(] t H'/S ! 3”( “\‘\\\\\\ F B A | r H 1 . ez s - **L“
5 /7 P, e L o . 855 o 23w Z2d
: &4 ) i p i (= . sé% 1
ﬁi 4 % /éé_' @J ]!
3 B8 B8 B e b %
Geei S e §-2 I 2
: Al 4
. 21 +807 1 ? = ? g 7
g 9 Wigd 94 Y S 77 L
b i o ‘ v AN CH
2 | LR ] i — Ly
S = { (LR : — L
Il T
5 T JL
£ =
=
o
e =
=J
i I
T a e
o (o]
g
<
v
BASE BID BASE BID
8 /1\ELECTRICAL DEMOLITION PLAN - |st FLOOR (2 \ELECTRICAL DEMOLITION PLAN - 2nd FLOOR
" DI.|/SCALE: /8" = I-0" DI/ scALE: /8" = I-0"
S TRUE TRUE
I NORTH NORTH
<
g
)
<
0 GENERAL ELECTRICAL DEMOLITION NOTES
(o]
a. THE CONTRACTOR SHALL COORDINATE AND SCHEDULE ALL NECESSARY POWER
OUTAGES WITH THE OWNERS REPRESENTATIVE PRIOR TO PROCEEDING WITH WORK
TO INSURE THAT OPERATIONS IN ADJACENT OCCUPIED PORTIONS OF THE
BUILDING ARE NOT INTERRUPTED OR RESTRICTED WITHOUT PRIOR APPROVAL.
b. THE CONTRACTOR SHALL BE RESPONSIBLE FOR REPAIRING, PAINTING OR
REPLACEMENT OF ALL WALL, CEILING, OR OTHER BUILDING ELEMENTS WHICH ARE
° DISTURBED AS PART OF THE DEMOLITION OR INSTALLATION OF ELECTRICAL WORK.
O
o ¥ c. THE CONTRACTOR SHALL COMPLETELY REMOVE ALL WIRING, CONDUIT, SWITCHES,
S DISCONNECTS, LIGHTING FIXTURES AND OTHER ASSOCIATED ITEMS AS SHOWN
(CROSSHATCHED). THE ITEMS INDICATED SPECIFICALLY ON THE DRAWINGS TO BE
. REMOVED ARE ONLY TO INDICATE IN GENERAL TO THE CONTRACTOR THE AMOUNT
S OF DEMOLITION WORK INVOLVED. A SITE INVESTIGATION BY THE CONTRACTOR
£ SHOULD BE PERFORMED TO AID IN DETERMINING THE COMPLETE EXTENT OF WORK
» INVOLVED.
<
fn d ALL EXISTING BRANCH CIRCUITS BEING REMOVED SHALL BE REMOVED AS
o COMPLETE AS POSSIBLE. EXISTING CONDUCTORS SHALL BE REMOVED
85 COMPLETELY FROM THEIR RACEWAYS, DISPOSED OF AS SCRAP, REMOVED FROM
= SITE AND NOT REUSED EXCEPT WHERE SPECIFICALLY NOTED OTHERWISE. WHERE
» < AN EXISTING DEVICE IS SHOWN REMOVED FROM AN EXISTING CIRCUIT, NEW WIRING
o SHALL BE PROVIDED AS REQUIRED TO INSURE CONTINUITY OF EXISTING CIRCUIT.
_ ELECTRICAL RACEWAYS WHERE STUBBED FROM A CONCRETE FLOOR OR WALL
= SHALL BE CHISELED 2 INCHES BELOW SURFACE, GROUTED AND SCREED.
S e ALL EXISTING LIGHT FIXTURES, LAMPS, AND ELECTRICAL EQUIPMENT SHOWN TO
o BE REMOVED SHALL BE REMOVED BY THE CONTRACTOR. EXISTING FIXTURES AND
0 (3 EQUIPMENT CONSIDERED SALVAGEABLE BY THE OWNER AND NOT SHOWN TO BE
3 o REUSED SHALL BE TURNED OVER TO THE OWNER OR REMOVED FROM SITE AS
Ke) DIRECTED BY OWNER. LAMPS AND BALLASTS THAT ARE CONSIDERED AS
° N HAZARDOUS WASTE SHALL BE DISPOSED OF PROPERLY.
< |
° © f. ALL EXISTING SURFACE MOUNTED BACKBOXES, CONDUIT, WIREWAY, JUNCTION
Il N BOXES, ETC. SHOWN REMOVED SHALL BE REMOVED IN THEIR ENTIRETY. ALL
c¥ ~ RECESSED BACKBOXES, JUNCTION BOXES SHOWN REMOVED SHALL BE ABANDONED
g IN PLACE AND COVERED WITH STAINLESS STEEL COVER PLATES. ALL RECESSED
N g CONDUIT SHALL BE ABANDONED IN PLACE AND CAPPED OFF IN A SUITABLE
g © MANNER PER LOCAL INSPECTORS REQUIREMENTS.
S o
o % g. REMOVE ELECTRICAL CONNECTIONS TO ALL MECHANICAL EQUIPMENT BEING
0 © Q‘ REMOVED BY DIVISION 15. COORDINATE EQUIPMENT REMOVAL LOCATIONS WITH
S & MECHANICAL DRAWINGS.
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